1. Introduction {#sec1}
===============

Modern cooling technologies like mechanical refrigeration, hydro and vacuum cooling have been widely adopted for modification and control of the storage environment of high value-quality fresh produce in developed countries \[[@bib1]\]. Such technologies when used in storage structures for fruit and vegetables (FV) help control temperature and relative humidity (RH) which are the two most important environmental factors that affect shelf life of fresh produce after harvest \[[@bib2], [@bib3]\]. However small scale farmers (SSF) in sub-Saharan Africa (SSA) cannot afford the high installation and maintenance costs of modern storage facilities available in the market \[[@bib4], [@bib5]\]. Furthermore, modern cooling technologies are energy intensive and this limits their availability to SSF located in remote areas with no access to grid electricity \[[@bib6], [@bib7]\]. However, evaporative cooling (EC) is another alternative and has an advantage in that research has proven it as a viable technology in SSA. Evaporative cooling has low initial investment; installation and maintenance costs compared to modern technologies and can be set up without a power grid source \[[@bib1]\]. Evaporative cooling is efficient in maintaining temperature and RH at optimum levels for storage of FV. Evaporative cooling has a potential energy saving of about 75%; the structure can easily be constructed using available materials and comes at an appropriate scale in operation and economics \[[@bib8], [@bib9]\]. Evaporative cooling relies on velocity of natural wind through wetted pads to provide a cooling effect for preservation of organoleptic properties of food \[[@bib10]\].

The EC systems studied so far are prototypes; with low storage capacity, environment specific and their effectiveness at a commercial scale and in other regions in SSA needs investigation \[[@bib11]\]. Evaporative cooling removes room sensible heat, is effective in hot and arid areas but has limitations in hot and humid areas because of the inherent high RH of local air, which leads to low dry bulb temperature \[[@bib12]\]. The extension of EC to such areas requires incorporating a suitable desiccation media (heat exchanger) or indirect air-cooling (IAC) before EC, which is a research focus for this study. A desiccation unit should help to bring the temperature in the storage chamber as close to the wet bulb temperature as possible. \[[@bib13]\] alludes that IAC + EC systems have shown great potential of development and research opportunity for their perceived improved efficiency, high thermal performance and low energy use. It is therefore important to develop, evaluate the performance and determine the cooling efficiency of small-scale farming sized IAC + EC system as there is dearth of information. This work is a continuation of the work reported by \[[@bib14]\]. To adopt an IAC + EC system, an energy source to power the heat exchanger (desiccation unit), fans and water pump for air and water circulation is required \[[@bib15]\]. Solar energy is available in SSA in large quantities of 2 000 kWh m^−2^ per year with solar radiation of 4.5--6.5 kWh.m^−2^ for 6--7 h per day which is enough to power such a system \[[@bib16]\]. To ensure energy is available at night a solar/battery hybrid system can be utilised where the battery bank stores energy during the day \[[@bib17]\]. The objective of this study was limited to evaluating the effect of a small-scale farming sized IAC + EC system compared to ambient conditions in providing appropriate environmental conditions for the storage of FV under hot and sub-humid to humid conditions.

2. Materials and methods {#sec2}
========================

The study was conducted at Ukulinga Research Station in Pietermaritzburg in South Africa (29.67° S and 30.40° E, at an altitude of 721) which is a research farm for the University of KwaZulu Natal.

2.1. Description of the indirect air cooling system combined with evaporative cooling {#sec2.1}
-------------------------------------------------------------------------------------

The IAC + EC system consisted of a storage chamber, indirect heat exchanger, multiple cooling pads, buried water tank, a water pump and two fans as shown in [Figure 1](#fig1){ref-type="fig"}. The sizing of the storage chamber premised on the requirement by SSF to temporarily store about four tons of tomatoes while they await transport to markets. The other requirements were the size of the available packing crates, venting space between the FV layers and the bulk density of the product \[[@bib18], [@bib19]\]. The evaporative cooler storage chamber had white coloured double-jacket walls and roof of 1mm zintec (mild steel) on the outside and inside. The flooring of the storage chamber was concrete mortar. The storage chamber was a cuboid with inner dimensions of 2 340 mm height x 5 880 mm length x 3 880 mm width \[[@bib20]\]. The cooler had a 60 mm zinc wall thickness with 58 mm polyurethane insulation in between the zintec layers \[[@bib21]\]. The door to the storage chamber was made of the same material and had the same height and thickness as the rest of the storage chamber.Figure 1Schematic diagram of the psychometric unit and the storage chamber.Figure 1

The cooling load including heat of respiration, field heat, sensible heat from containers, heat leakages through walls and roof, heat through the floor, air change load and heat due to operators and lights were determined by \[[@bib22]\] parallel to this manuscript. The ventilation rate and the sizes of the fan and heat exchanger were then determined from the value of the cooling load. A 1.76 kW indirect heat exchanger was incorporated in the design according to \[[@bib23]\]. Three layers of vertically mounted charcoal granules direct cooling pads were mounted after the heat exchanger to ensure uniform flow of water and free flow of air \[[@bib24]\]. A constant speed positive pressure fan (31/33 W, UF25GC12, AC 115 V, 50/60 Hz) was mounted next to the indirect heat exchanger and a second fan (290 W, 308,7/6-6/P3HL/25/PA) was mounted at the entrance to the chamber to facilitate optimum airflow through the cooling unit and the storage chamber. Inside this storage chamber, the air picked up heat from the tomatoes and the warm air escaped from the storage chamber through six (100 mm-diameter) air vents positioned opposite the inlet, three at the bottom and three at the top \[[@bib25]\].

The water distribution system continuously pumped water from an underground storage (supplied from the mains) using a 260 W (Pedrollo PVm 55) centrifugal pump placed at the surface as recommended by \[[@bib26]\]. The circulation system pushed water from the underground storage tank, through the indirect heat exchanger and sprinkled water continuously over the vertically mounted cooling pads into the storage chamber. From the chamber, the water returned to the underground storage tank and ball valve float prevented the tank from over filling and flowing over. A collecting bath below the EC pads sloping at 5% was incorporated to allow water to flow freely to the bottom and return to the tank. The pump, fans and indirect heat exchanger connected direct to a hybrid of solar photovoltaic system and battery bank facility designed to power these electrical appliances. The array system consisted of a 3 string-3 series 330W solar modules with 44.80 V rated voltage and 8.69 A current, a 145 VDC-60 A (SANTAKUPS PC16-6015F) solar charge controller, 5 kW-60A (Sinowave, P11-LW5000NC48-C) inverter, 3 string-4 series 230 AH batteries. This translated to practical power output from the solar panels of 2 639 W against the design load for all electrical appliances of 2 310 W as determined by \[[@bib14]\] in a parallel work to this manuscript.

2.2. Temperature and relative humidity measurements {#sec2.2}
---------------------------------------------------

The procedure by \[[@bib27]\] was followed to select nine positions in the storage chamber. The other positions chosen were inside the psychometric unit and ambient conditions just outside the storage chamber ([Figure 2](#fig2){ref-type="fig"}). HOBOs (HOBO Prov2 Part No. U23-001) were then located in these positions to measure temperature and relative humidity. The HOBO in psychometric unit captured the condition of the air going into the storage chamber with the door of the storage chamber closed. Temperature and RH readings were recorded hourly for 28 days during the month of September in 2018. The average psychometric unit, storage chamber and ambient temperature and RH were calculated from the 28 days\' data separately for each time.Figure 2Position of the data loggers in the storage chamber.Figure 2

2.3. Cooling efficiency {#sec2.3}
-----------------------

The cooling efficiency (η) of the cooler, indicating the extent to which the dry bulb temperature of the cooled air approaches the wet bulb temperature of the ambient air was calculated as defined in [Eq. (1)](#fd1){ref-type="disp-formula"} \[[@bib28]\].$$\eta = 100 \times \ \frac{T_{da} - \ T_{dc}}{T_{da} - \ T_{wa}}\ $$where η = cooling efficiency of EC unit (%);*T*~*da*~ = dry bulb temperature of ambient air entering the cooling unit (°C);*T*~*dc*~ = dry bulb temperature of cooled air cooling leaving unit (°C) and*T*~*wa*~ = wet bulb temperature of ambient air entering the cooling unit (°C).

2.4. Data collection {#sec2.4}
--------------------

The experiment consisted of two cooling approaches of IAC + EC and the control (ambient conditions). The experimental data collection involved the hourly measurement of temperature and RH between 05h00--22h00 of each day for the 28 days of the experiment. Eleven hot days with temperature above 26°C were selected and used for analysis. From 22h00--05h00, the average ambient temperature in area is below 20°C and the IAC + EC system was switched off during this period as tomatoes can tolerate temperatures of 13--21°C. GenStat Version 18 was used for the statistical analysis. Analysis of variance (ANOVA) by means of the GENSTAT statistical software, 18^th^ edition, determined the differences. Duncan\'s Multiple Range Test, with a significance level of 0.05 separated the means.

3. Results and discussions {#sec3}
==========================

3.1. Variation of temperature {#sec3.1}
-----------------------------

Temperature is one of the most important factors requiring management at optimum conditions in the storage life of fresh produce \[[@bib25]\]. Temperature was recorded from eleven data logger positions as shown in [Figure 2](#fig2){ref-type="fig"}. [Figure 3](#fig3){ref-type="fig"} provides information on the average temperature recorded from these data logger\' positions over the eleven hot days; ambient (D-1), inside the psychometrics unit (after the last cooling pad) (D-2) and in the storage chamber (D-3 to D-11). There was a significant variation (P \< 0.001) in temperature between ambient, psychometric unit and the storage chamber positions. The ambient temperature was on average 10.5°C and 9.5°C higher than inside the psychometric unit and the storage temperature respectively. A significant temperature gradient occurred between the storage chamber and ambient conditions that provided an effective heat transfer of the stored produce, cooling pad and a cold room. There was also a significant variation (P \< 0.001) in temperature between the psychometric unit and the storage chamber. The lowest average temperature was obtained at the outlet of the psychometric unit (15.8°C), while the highest average temperature was observed at the left (16.9°C: D-9) and right side (16.9°C: D-10) of the roof at the exhaust end of the storage chamber.Figure 3Average temperature for the sensors over the 11 hottest days at Ukulinga Research Station in Pietermaritzburg.Figure 3

When considering the conditions in storage chamber only, there was significant variation in temperature (P \< 0.001) between the different data logger positions at the entrance, centre and exhaust end. The lowest temperature occurred near the inlet to the storage chamber (16.2°C) while the highest temperature was at the exhaust end (16.9°C). The significant differences in temperature in relation to the position of sensors in the storage chamber could influence the quality of FV stored inside the IAC + EC storage chamber. The results observed in this study are in conformity with \[[@bib29]\] who indicated that the temperature variations between sensors at the entry and exit of the storage chamber was about 2°C. Determining the ventilation rate to maintain a uniform air distribution in the storage chamber is important as it ensures that an optimal storage environment exists to maintain the physiological condition of fresh produce \[[@bib30]\]. The average temperature distribution inside the storage chamber varied from 16.2°C to 16.9 °C implying that the IAC + EC provided optimum temperature condition for the storage of most of the tropical and sub-tropical FV. The results also show that the IAC + EC under hot and sub-humid conditions can reduce the temperature to the same extent as EC alone in hot and arid conditions as evidenced by the work of \[[@bib20]\]. In their work at an ambient temperature of 32°C, the EC system provided the storage conditions of 19.2°C. \[[@bib11]\] obtained similar results where temperature drop of up 10°C was achieved when evaluating EC system of capacity of 0.6 m^3^ under hot and dry conditions where a jute bag was used as pad material.

[Figure 4](#fig4){ref-type="fig"} shows the variation of average temperature per day in the 11 selected days for the four strategic data logger positions, in the psychometrics unit (after the last cooling pad) and 3 positions in the storage chamber (at inlet, centre and exhaust end). The ventilating fan at the entrance to the chamber forced the cold air coming from the last cooling pad in the psychometric unit into the chamber. The results showed a rise in temperature of 1°C inside the storage chamber between the air entering the storage chamber and the temperature recorded immediately after the inlet to the chamber. This could have possibly resulted due to air leaks into the storage chamber and air picking heat from the stored product.Figure 4Average temperature per day over the 11 hot days at Ukulinga Research Station in Pietermaritzburg.Figure 4

There is less than 1°C difference in temperature between the air entering storage chamber and the air exiting the storage chamber at the exhaust end. This is attributable to the appropriate ventilation rate applied that provided a quick steady distribution of air throughout the storage chamber and the fact that the storage chamber was filled with sample tomatoes of 150 kg instead of 3 825 kg. With a full to capacity storage chamber, it is possible that the temperature at the exhaust end can be higher as the air picks heat from stored produce.

[Figure 5](#fig5){ref-type="fig"} shows the hourly characteristics of ambient air, the psychometrics unit (after the last cooling pad) and three positions in the storage chamber (at inlet, centre and exhaust end). The temperature gradient from 10h00--16h00 the hottest part of the day, between the ambient and inlet to the storage chamber (D3) was 10--12°C. These values are comparable to the results obtained by \[[@bib20]\] of gradients of up to 13°C during the same period of the day.Figure 5The effect of IAC + EC on temperature during daytime at Ukulinga Research Station in Pietermaritzburg.Figure 5

The study observed that psychometric unit, storage chamber and the ambient temperatures increased from 05h00--14h00 and thereafter the values started decreasing. The temperature decreased due to increasing incident solar radiation from morning until afternoon (14h00) and then decreased from then onwards towards evening and sunset as also confirmed by \[[@bib31]\]. The IAC + EC system maintained an average temperature between 16°C and 21°C during the hottest time of the day (11h00 am to 14h00) where ambient temperatures ranged from 29°C to 32°C. The midday period is the critical time in which cooling of fresh produce is important to maintain quality \[[@bib29]\]. This implies that the IAC + EC in particular is highly suitable for fresh produce pre-cooling and for short-term storage in hot and sub-humid to humid areas.

The ambient temperature flattened out from 19h00 and reached 20°C by 22h00 implying that the IAC + EC system can be designed to operate five hours into the night and be switched off until 05h00 of the following day as fresh produce like tomatoes can tolerate, for short periods temperatures of 13--21°C. Such an approach will reduce the number of solar panels and batteries required to power the IAC + EC systems and in turn reduce the capital investment in the facility. Reducing the capital costs will encourage a lot of SSF to venture into the lucrative fresh produce market. The aim of the current study was different from any previous research work as it sought to extend the principle of EC to hot and humid areas by addition of an IAC unit through incorporation of a heat exchanger for sensible cooling of air before EC. This study has shown that with the incorporation of such a desiccation unit in hot and humid areas, temperature in the storage chamber can be 16°C to 21°C during the hottest time of the day (11h00 am to 14h00) where ambient temperatures ranged from 29°C and 32°C.

3.2. Variation of relative humidity {#sec3.2}
-----------------------------------

RH is one of the most important factors requiring management at optimum conditions in the storage life of fresh produce \[[@bib25]\]. [Figure 6](#fig6){ref-type="fig"}, shows that there was a significant variation (P \< 0.001) in ambient, exit point of the psychometric unit and the storage chamber RH at various positions at entrance, centre and exhaust end.Figure 6Variation of relative humidity in the IAC + EC unit and storage chamber at Ukulinga Research Station in Pietermaritzburg.Figure 6

The highest average RH was at the outlet of the psychometric unit (D-2) while the lowest average RH (65.7%) was at the ambient conditions (D-1). Inside the storage chamber the lowest average RH was at the exhaust end (D-10). There was significant variation in RH (P \< 0.001) between the different data logger positions at the entrance, centre and exhaust end of the storage chamber. The highest RH of 93.8% occurred near the inlet to the storage chamber while the lowest value was at the exhaust end (89.6%). The results observed in this study show similar trends with \[[@bib29]\] who indicated that the RH variations between sensors at the entry and exit of the storage chamber were about 12%°C. The RH value of 93.8% was the maximum possible level of saturation of air by humidification for IAC + EC system as 100% RH is not achievable in a direct EC experiment \[[@bib32]\]. To achieve 100% will require a cooling pad with a 100% efficiency and the contact time between air and water should be long enough to allow for 100% heat and mass transfer, which in reality does not happen \[[@bib33]\].

[Figure 7](#fig7){ref-type="fig"} depicts a similar scenario when observing the variation of RH in the eleven selected days for the four strategic data logger positions, in the psychometrics unit (after the last cooling pad) and three positions in the storage chamber (at inlet, centre and exhaust end). Results showed a 2% drop in RH between the air entering the storage chamber and that recorded immediately after the inlet to the chamber. This resulted from air picking heat from the stored tomato fruit causing an increase in temperature. The IAC + EC system maintained the RH in the storage chamber constant and within the recommended levels of 85--95% throughout the period of observation. This is in sharp contrast with the ambient RH that fluctuated throughout the period well below the recommended storage levels.Figure 7Average relative humidity per day over the 11 hot days at Ukulinga Research Station in Pietermaritzburg.Figure 7

[Figure 8](#fig8){ref-type="fig"} shows that at 14h00, the ambient RH of 46.6% could be significantly (P \< 0.001) brought to 90.9%, 88.6% and 87.8% RH at inlet, centre and exhaust positions by the effect of the IAC + EC. The small temperature increase after the psychometric unit into the inlet of the storage change resulted in a 2% drop in RH and a further reduction from 94.1 % RH to 90.5 % at the exit end of the storage chamber as air picks up heat from the produce. Observations are that RH decreased marginally with time of day in the storage chamber while ambient RH significantly decreased with time of the day and the lowest values occurred at midday and towards the afternoon. This was due to increase in temperature inside and outside the cooler, resulting in increased water holding capacity of the air in the storage chamber. \[[@bib31]\] had a similar observation in their study in evaluating the performance of a photovoltaic ventilated greenhouse where after 14h00, the RH increased as the ambient and storage temperatures decreased.Figure 8Average relative humidity per day over the 11 hot days at Ukulinga Research Station in Pietermaritzburg.Figure 8

The RH inside the storage chamber was higher than ambient at any period of the day as the temperature inside the chamber was lower than the ambient during similar times. The general low ambient RH results in faster moisture removal from the wet surface of the FV \[[@bib34]\]. This implies that during this period of the day, storage of fresh produce under ambient RH conditions leads to physiological deterioration in fresh produce quality. In the same period, for the IAC + EC system the RH inside the storage chamber was high due to humidification resultant from the indirect heat exchanger and the cooling pads providing a conducive environment suitable for extending the shelf life of FV.

The RH at entrance to the chamber was higher than the corresponding values obtained at the centre and exhaust end. This was due to increasing temperature at corresponding points due to cold air picking up heat from the tomatoes. The RH followed the same pattern at all four positions along the length of the day with a minimum of 87% at the exhaust end at 14h00. The maintenance of RH above 85% is important in maintaining weight, appearance, nutritional quality and flavour, while softening and juiciness of tomatoes are reduced \[[@bib35]\]. The values of 85 \> RH \< 95 are ideally storage conditions for produce like avocados, bananas, cucumbers, mangoes, oranges, papaya, sweet potatoes and tomatoes \[[@bib36]\]. The IAC + EC system increased ambient RH from 47% to 87--93%, which is in agreement with \[[@bib14]\] that obtained values of 75--88%. However, the result of average ambient RH ranging from 44 to 65% between 10h00 and 17h00 was below that recommended by \[[@bib37]\] and hence this will reduce the shelf life of fresh FV storage.

With such RH levels in the storage chamber, there will be minimal water loss from the tomatoes thus maintenance of saleable weight, appearance, nutritional quality and reduction in softening and juiciness as alluded to by \[[@bib38]\]. This demonstrates that the use of IAC + EC significantly increases the storage chamber RH and thus prolonging the shelf life of tomatoes and many other fresh produce. The results of incorporating a heat exchanger in this study indicate that the EC system increased the relative humidity of the air when extended to hot and sub-humid to humid conditions, indicating reduction in physiological weight loss from FV as evidenced by the working of \[[@bib14]\].

3.3. Cooling efficiency {#sec3.3}
-----------------------

The cooler efficiencies for the times 05h00 to 19h00 are shown in [Table 1](#tbl1){ref-type="table"}. From [Table 1](#tbl1){ref-type="table"} the cooler efficiency ranged between 86.8% and 97%. Between 05h00 and 09h00, the efficiency was about 92--95% and achieved the highest efficiencies between 09h00--14h00, then declined to 86.8% by 18h00 before rising again. The cooling curve efficiency shows that higher cooling efficiency obtains with higher temperature and lower RH of ambient air in the afternoon when the solar irradiation is highest. The decline in efficiency is linkable to the increase in ambient dry bulb temperature as the solar radiation increases during the day and the results are within the findings by the study of \[[@bib25]\] on direct evaporative cooling under hot and dry conditions.Table 1Temperature and cooler efficiencies.Table 1Time of the dayDry bulb ambient air (°C)Ambient relative humidity (%)Wet bulb ambient air (°C)Dry bulb cooled air (°C)Cooler efficiency (%)05h0018.8280.6912.6013.0692.606h0020.3078.2713.2113.6294.307h0021.7476.5514.6815.1994.208h0023.4173.9315.3015.8194.909h0025.2368.1316.6117.0196.410h0027.6864.3417.5817.9897.011h0029.6659.2116.7217.4195.312h0031.3454.1419.6320.1196.613h0031.9848.7719.9020.4296.714h0031.8446.5519.3019.9495.715h0030.3948.7317.9218.7793.816h0028.4252.7118.0218.8393.317h0025.4558.7816.3117.6186.818h0023.1163.3914.6015.8286.819h0020.7568.3113.3314.3587.2Average26.041.016.3816.9993.5

The cooling efficiency of IAC + EC is affected by factors such as, type of cooling pad, pad design, thickness of pad, airflow rates and outside air temperature and RH \[[@bib39]\]. The efficiency of the IAC + EC systems indicates that the Psychometric unit was on average 93.5% efficient in reducing the ambient temperature as it entered the indirect heat exchanger and the three layer cooling pads. These results are comparable to the direct EC experiments done by \[[@bib11]\] and \[[@bib21]\] who obtained efficiencies of 83% and 86% respectively. \[[@bib26]\] obtained an average cooling efficiency of 67.2%. The variation in EC efficiencies by different researchers could be attributable to different materials used to construct the cooling system and the fact that the experiments possibly took place under different environmental conditions.

In this study, the combination of the indirect heat exchanger for indirect air-cooling and the EC produced reasonable reduction in ambient air temperature to a minimum temperature approaching ambient air wet bulb temperature. The higher cooling efficiency obtained in this study compared to \[[@bib26]\] may be attributable to incorporation of suction and exhaust fans and an automatic water reticulation system from the tank to the pads and back. The results obtained in this experiment shows that IAC + EC can be utilised in coastal areas providing cooling efficiencies similar to those obtained in direct EC under dry and hot conditions.

4. Conclusion {#sec4}
=============

The lack of cooling facilities and knowledge by SSF in SSA postharvest handling of fresh produce results in a significant amount of harvested FV decaying between the farmers\' field and the market. The environmental conditions provided by IAC + EC system significantly (P \< 0.001) increased RH and decreased temperature which conditions are requisites for transportation and temporary storage of fresh produce.

In the IAC + EC system, the indirect heat exchanger helped significantly reduce the air temperature in the storage chamber while the EC unit increased the RH providing thermal comfort to fresh produce. Controlling the environmental factors within recommended levels in the storage chamber helps prevent the physiological weight loss in fresh produce and thus extending shelf life. The IAC + EC system under the hot and sub-humid to humid conditions performed to the same extent as the EC under dry and arid conditions where temperature is high and RH is low. This has tended to limit the application of EC but with the incorporation of an indirect heat exchanger extension to hot sub-humid to humid conditions is realised. These results clearly demonstrate that the IAC + EC system is useful in hot and sub-humid to humid climate for preservation of FV, especially during the hottest time of the day when cooling is most required. The results are more interesting as the study is a deviation from the norm where most studies have been carried out on miniature structures of less than 0.2 tons and in this experiment, the structure is 53 m^3^ with a 3.8 ton carrying capacity of tomatoes.

For future research studies some of the modifications and recommendations relating to the IAC + EC systems are:1.To automate the power provision system so that once the temperature in the storage chamber falls below 20°C power supply is disconnected.2.The storage chamber to be mobile for cold storage transportation of FV from the source to the market.3.Use of surrounding air kinetic energy from a mobile storage transportation as a source of power for operation of the IAC + EC when in transit.
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